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LEGEND
ALL VAULTS SHOWN ARE BASED UPON SURFACE INFORMATION OR
UTILITY RECORDS. THE SIZE, LOCATION AND ORIENTATION HAS BEEN
DEPICTED TO QUALITY LEVEL "D" (QL-D) UNLESS OTHERWISE NOTED.
ABBREVIATIONS:
QL-C) EXISTING UTILITY STRUCTURES HAVE BEEN FIELD LOCATED
AND SURVEYED TO ASSIST IN DEPRICTING THE UTILITIES
SHOWN ON RECORDS. NO ELECTRONIC DESIGNATING INFORMATION
Ut|I|t|es Protection Center, Inc
- DEPICTED ACCORDING TO UTILITY RECORD INFORMATION.
UTILITY OWNERS oo NO éCLECTRgN/c DES/GNAT/%G INFORMATION WAS OBT AINED.
mwwillat’s beIoWI (DATF1) DEPICTED ACCORDING TO FIELD INSPECTION
ca bE'ore YOII dig- | (FO) FIBER OPTIC
ALL THE FOLLOWING UTILITY OWNERS WERE REPORTED TO HAVE FAC/L/|TI/ES
WITHIN THE VICINITY OF THIS PROJECT AT THE TIME OF THE SUE (AATUR ASANDONED ACCORDING 7O UTILITY RECORDS
INVESTIGATION. UTILITIES FOUND WITHIN THE [OS AT THE TIME OF THE SUE | | | (AATF1) ABANDONED ACCORDING TO FIELD INSPECTION
INVESTIGATION ARE NOTED FOR EACH UTILITY OWNER LISTED AND ARE SHOWN EATED EWPTY ACCORDING TO FIELD INSPECTION
ON-THE PLANS HEREON. SUBSURFACE UTILITY ENGINEERING NOTES o UTILTY ATTACHED TO BRIDGE
(1) A SECOND OVERHEAD/SUBSURFACE UTILITY ENGINEERING INVESTIGATION (SUE) WAS Eol END OF ELECTRONIC DESIGNATING INFORMATION
PERFORMED AND COMPLETED ON [I/06/06 FOR THIS PROJECT (SEE NOTE *2). THE
ATLANTA GAS LIGHT COMPANY COLONIAL PIPELINE COMPANY EXISTING OVERHEAD AND UNDERGROUND FACILITIES SHOWN HEREON WERE INCLUDED IN » EORI END OF UTILITY RECORD INFORMATION
DOT DEPARTMENT - 1345 3120 PARROTT AVENUE " THIS SUE INESTIGATION. THE PRESENCE OF THESE UTILITY FACILTIES HAS BEEN '
10 PEACHT RE F PLACE ATLA/VTA, GA 30318 THOROUGHLY INVESTIGATED AND THE METHOD OF DETERMINING THEIR LOCATION IS (NAP) NO ASSOCIATED PIPING FOUND FROM UTILITY STRUCTURE
INDICATED AS SHOWN IN THE PLANS. UTILITIES THAT HAVE BEEN INSTALLED AFTER | |
ATLANT A, GA 30309 Mk DEMPSEY BALL THE DATE ABOVE HAVE NOT BEEN INCLUDED IN THIS INVESTIGATION AND SHOULD BE (NAC) NO ASSOCIATED CABLES FOUND FROM UTILITY STRUCTURE
MR. EDDIE CONDER (404) 7 94-3027 CONSIDERED AS FROM RECORD DRAWING ONLY. ALL OTHER EXISTING TOPOGRAPHIC
. FEATURES DEPICTED HEREON HAVE BEEN REFERENCED FROM A f— UTILITY ENDPOINT
(404) 584-4569 TOPOGRAPHIC / MAPPING SURVEY AND CONTROL PACKAGE PROVIDED BY PBS&J AND coun COMMUNICATIONS
DATED 04/15/04. SO-DEEP, INC. DOES NOT WARRANT OR CERTIFY THE ACCURACY OR |
GEORG/ A /D OWER COM P ANY COMPLETENESS OF THE INFORMATION PROVIDED BY PBS&.J. UNK UNKNOWN UTILITY OWNER OR MATERIAL TYPE OF UTILITY
8 JEFFERSON STREET '
BELLSOUTH A?f IWTA GA 30315 EE (2) SO-DEEP INITIALLY CONTRACTED WITH PBS&J IN EARLY 2003 TO PERFORM A QL-B PLAS. PLASTIC
2310 PARKLAKE DRIVE : ’ SUE INVESTIGATION. GDOT’S SUE INVESTIGATION REQUIREMENTS HAVE BEEN REVISED STL. STEEL
ATIANTA GA 30345 MR. DAN VOLIMER SINCE 2003. THE ORIGINAL AREAS OF INVESTIGATION HAVE NOT BE REINVESTIGATED AC. ASBESTOS CEMENT
R R/C/#?ARD B ANDAL | (404) 506-4486 OR UPGRADED TO THE NEW GDOT ELECTRONIC DATA GUIDELINES. o ChsT 1Fon
(770) 493-37/8 (3) SANITARY SEWERS, STORM SEWERS, EMPTY CONDUITS, OVERHEAD SERVICE LINES, D, DUCTILE 1RON
OVERHEAD COMMERCIAL LIGHTING, TRAFFIC CONTROL SENSORS IN PAVING, AND |
GWINNETT COUNTY IRRIGATION/SPRINKLER LINES WERE NOT INCLUDED IN THIS SU.E. PROJECT. RCP REINFORCED CONCRETE PIPE
P A TA// N F T N v SB PEDESTRIAN TRAFFIC SIGNAL BUTTON
CHARTER COMMUNICATIONS ?55 / Af;\/G /_/_EY TD /;?/V £ NANSPORTATIO @ (SJ/TZE,T?N,QE%ESQ AL TYRE INFORMATION: SHOWN HEREON 1S TAKEN FROM AVALABLE E-HY  HIGH VOLTAGE ELECTRIC TRANSMISSION LINE
1440 LAKES PARKWAY LAWRENCEVILLE, GA 30045 (5) THE EQUIPMENT USED FOR DESIGNATING INCLUDED A METROTECH 810 & 850 MET. METALLIC
SUITE 300 MR. CHUCK BA/LY AND A PIPEHORN. TOPCON SURVEYING INSTRUMENTS WERE USED IN THE DATA F.L. FLOW LINE
LAWRENCEVILLE, GA 30043 (77"0 ) 820-7460 COLLECTION. PR PAR
MR. JIMMY PRICE (6) ALL UNDERGROUND TELEPHONE IS DIRECT-BURIED UNLESS OTHERWISE NOTED. ' PVC POLYVINYL CHLORIDE
(404) 597-2712 : \ , LP LIGHT POLE
GWINNETT COUNTY SL STREET LIGHT
PUBLIC UTILITIES 0.. OUTSIDE DIAMETER
CITY OF LAWRENCEVILLE (GAS) 684 WINDER HIGHWAY | PV POST INDICATOR VALVE
P.O. BOX 2200 LAWRENCEVILLE, GA 30045 g@ o @EEP HN@ GCeor g ia Of%fice Address CEV CONTROLLED ENVIRONMENT VAULT
LAWRENCEVILLE, GA 30046 ! g
TERRY FARWER MS. JEANNIE LANDRUM
(678) 376-7139 60 Chamisa Road
(r70) 963-3332 Buildi 1 Suite 104 I, CARY A. SKAHN, CERTIFY TO THE
SUBSURFACE UTILTY ENCINEERING uliding 1, suite GEORGIA DEPARTMENT OF TRANSPORTATION
JACKSON EMC SERVICES Covington, GA 30016 | THAT TO THE BEST OF MY KNOWLEDGE AND
CITy OF LAWRENCEVILLE (WATER) PO. BOX 38 678-342-2775 BELIEF, THE UTILITY INFORMATION DEPICTED
PoOv{/RBLEO/\j(C EZVZOOE A 50046 JEFFERSON, GA 30549 : BY SO-DEEP, INC. ON THIS PLAN SHEET WAS
% \///VCEN;LLMQOO /%{_\E g MR. MIKE HUDLOW Dare: |I-2/-06 | Field Work By: R.J.D./J.T. OBTAINED AND COMPILED UNDER MY DIRECT
° (r70) 822-3250 | SUPERVISION USING ACCEPTED PRACTICES
(678) 407—6599 SCG/@: /\//A D//Offed By: RoCoSo AND PROCEDURES.
Sheet: COVER | Checked By: C.A.S.
UNLESS OTHERWISE NOTED ON PLAN SHEETS: Pl No.. 000568 Work Order No. N/A
— ALL CATV LINES ARE OWNED BY CHARTER COMMUNICATIONS. Froject No.. MSL-0003-00(1685)
No. 19587
— ALL GAS LINES ARE OWNED BY CITY OF LAWRENCEVILLE, o
‘ COUnyo GW//\//\/ETT PROFESS!ONAL
— ALL SANITARY SEWER LINES ARE OWNED BY GWINNETT COUNTY. F/O/GNG/T]@" | SO“D@@D P/’Oj@Cf°
— ALL WATER LINES ARE OWNED BY GWINNETT COUNTY.
| 003168UT | £.DGN EZX9273
— ELECTRIC LINES ARE OWNED BY GEORGIA POWER AND JACKSON EMC. ,
— ALL TELEPHONE L[INES ARE OWNED BY BELLSOUTH, EZXA437

I | REVISTON DATES STATE OF GEORG/ A
Uit"?ﬁﬁ M;ﬁn@%m@@zm | DEPARTMENT OF TRANSPORTAT /ON
SO'DE J) Compeny ¢ OFF ICE: PROGRAM DELIVERY
oylinch 60 Chamisa Road , UT/ LITY PLANS
Building 1, Suite 104
Covington, GA 30016
oro.3a22115 ™ SR 316 FROM COLLINS HILL RD| A"™Ne e
. . Performing out-of-sight work... with vision! TO H/-HOPE ROAD 24—00A




